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ABSTRACT

This report covers the results of a program for measuring the

shielding effectiveness (SE) of building materials. Part I of the report

describes a number of techniques which were used to make radiated

measurements of magnetic field SE from 10Hz to 50 KHz and conduc-

.ive measurements from 10Hz to 1 GHz. A method was introduced for

plotting the low frequency field distribution about various shaped

ferromagnetic enclosures. Part II contains a group of the significant

results oi the radiated measurements on a variety of building materials.

A collection of tables shows the measured electrical parameters and

the calculated shielding obtainable from a cross-section of dielectric

building materials.
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EVALUATION

The objective of this effort was to determine the shielding effect-
iveness of materials normally useO in the construction of buildings
housing electronic equipment. For the purpose of this effort the first
order parameters were wall materials, configuration, and entry via seams,
doors, windows, power lines, roor-ng and et cetera. Knowleige of the
nature of basic construction materials with respect to behavior will
allow the construction of buildings in which materials can be chosen on
the basis of their composition and shielding properties as well as their
structual properties.

Some of the high lights of this effort are as follows:

a. Shadowgraphs of the magnetic field distribution of miniaturized
enclosures can yield valuable data during the design stage. This tech-
nique will show where to place or where not to place electronic equip-
ment within an enclosure.

b. The use of reinforcing steel rods does not provide the proper
degree of homogeneity in a wall to effect good shielding. Expanded
metal plates have good homogeneous properties as well as strength and
good bonding characteristics.

c. Ferromagnetic materials are needed for shielding at frequencies
below 1 kHz. Conductive sheets or expanses of metals are responsible
for shielding effectiveness at frequencies above several kHz.

d. Dielectric construction materials, such as concrete, brick,
stone, plaster, etc. offer no significant shielding at frequencies
below 100 MHz.

e. The presence of metal fixtures as furniture in an enclosure can
cause apparent shielding which is not homogeneous throughout the enclo-
sure. This can give misleading results when measuring shielding effect-
iveness of a building or room.
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EM SHIELDING OF BUILDING MATERIALS

PART I

Introduction:

Electrical and electronic equipment functioning normally may generate electrical,

magnetic or electromagnetic signals of a fundamental or spurious nature. Since nearly all

electronic circuits are influenced by induced signals, steps must be taken to keep the

radiation from one apparatus r om degrading the operation of another. Electronic inter-

ference is mcst likely to occur in large concentrations of electronic and electrical equip-

ment. To prevent malfunction of control circuits, loss of security in intelligence systems

and physical damage to delicate circuitry, it is necessary to provide a proper shield be-

tween installations of incompatible equipment.

In the past, shielding was a concern only when delicate, low level measurements

were being made. Shielded enclosures were used to house equipment known to be inter-

ference generators, or the enclosures were used to house the equipment which had to be

protected from interfering signals. The history of screen shielding consists of little more

than a de scriptior, of the use of copper screen enclosures with carefully soldered corner

seams and with good electrical contact at door and window seam.. In recent years more

emphasis has been placed on shielding from magnetic fields as well as from electric and

electromagnetic fields. The name "low impedance" is often given to magnetic fields in

contrast to electric fields which are called high impedance fields.

The shielding of low impedance fields is considerably harder to accomplish than

shielding of high impedance fields. Whereas electric field shielding is rather easily

accomplished with a conductive enclosure, an effective shield for low frequency mag-

netic fields requires the use of magnetically permeable materials in massive amounts

compared to the amount of materials necessary in high frequency shields. The shape and

orientation of an enclosure with respect to its surroundings also play an important part in

determining the shielding effectiveness (SE) of a barrier about a particular location. The

shape, orientation, and distribution of material in a shield are all considered in the

geometry of a shield.

The objective of the work on this program was to measure the SE of different

building materials by two methods. Radiated or induced field measurements were made on

a complete cross section of building materia!s. These measurements were made covering the



frequency range from 10Hz to 50KHz. Conducted measurements which measure the elec-

trical characteristics of materials were made from 10Hz to 1 GHz.

Radiated measurements indicate directly the reduction of signal strength due to

the presence of an attenuating barrier. This reduction of signal strength is said to be the

SE of the barrier. The conducted tests measure the electrical parameters of materials.

By using the values of these parameters, the SE of the materials may be calculated.

The result of the measurements are tabulated in Part II of this report. These tab-

ulations are arranged so as to be of help to building design architects and engineers.

With comparative shielding data available, the designers and builders will have a choice

of materials .or construction and may determine the best for shielding.

Shielding measurements have been classified in three categories: 1 ) the attenua-

tion of magnetic fields, 2) the attenuation of electric fields, and 3) the attenuation of

plane waves. According to procedures in Military Standards for SE measurements, mag-

netic field measurements are made up to 200KHz using shielded loops. Electric field

measurements are made using a tuned rod radiator and sensor. Electric field measurements

are usually made between 100KHz and 100MHz. Above this frequency the plane wave

measurements are made using tuned dipole or horn antennas.

Radiated measurements in this study were made using low frequency induction

fields in the frequency range from 10Hz to 50KHz. The conducted measirements were

made in the range of 10Hz to I GHz with the intention of comparing SE made by both

methods. A close correlation of SE values obtained by the two methods would indicate

that methods of determining shielding without the usual problems involved in making

radiated measurements were possible.

During the progress of measuring SE by the two methods described, it became

apparent that very little shielding was effected through the use of dielectric building

materials, unfortunately the largest category of building materials. Radiated tests

measuring the attenuation of magnetic fields at low frequencies verify the results of

conducted measurements at the low frequencies. They show that very little energy is

vbsorbed as the field passes through dielectric barriers. Equations for calculating SE of

d:3lectric materials from the conducted measurements show that shielding is heavily de-

pendent on the frequency of the fieid. Because of this dependency, shielding caused by

power consumption within the material does not become significant until the frequency

increases above 100MHz.

2



A significant error is introduced into calculations of SE when conductive and

ferromagnetic materials are used. One such error is apparent shielding, caused by field

regeneration. When a time varying magnetic field impinges on a conductive surface,

Lenz's Law states that a voltage is induced in the conductor in such a monner as to cause

a current to flow, developing a magnetic field to oppose the incident field. The magni-

tude of this field is limited by the conductivity of the barrier, implying that ultimate

shielding could be produced by a superconducting barrier.

Another type of apparent shielding takes place about a ferromagnetic barrier. A

building or enclosure made of a material having a high magnetic permeability may dras-

tically change the magnetic field distribution about the enclosure. The analysis of field

distortion as an effect on the overall SE is very difficult. This problem of analyzing

magnetic field distribution led to the study of making magnetic field pattern studies. In

this technique, models of enclosures are made and low frequency magnetic fields are

generated to show the field distribution about the enclosure. This test reveal$ the field

direction, but it does not show the absolute magnitude of the field intensity in the pat-

tern. However, the relative intensity of one area of field compared with another may be

interpreted by the iron particle distribution in the pattern.

The behavior of magnetic fields about ferromagnetic barriers as well as other

characteristics of fie 'ds are all influenced by the shape and distribution of materials with-

in an enclosure. Magnetic field distribution patterns about sharp corners of an enclosure

differ from those about streamlined shapes. The complete loop of a conductive material

around the field lines of an incident field produce much more shielding than would be

produced by a loop of a broken conductive path. The presence of several thin layers of a

shield provide more shielding than one thick layer.

At high frequencies the wavelength of an electromagnetic signal becomes small.

If a wavelength is small enough to equal any physical dimensions of a shielding enclosure

or barrier, EM resonance may occur. This phenomenon may cause a very marked change

in the shielding characteristics of a material. This phenomenon, as well as others which

cause reflections or abnormal transmission characteristics in shielding materials, are

called geometric effects.

Part II of this report is compiled as a handbook of shielding which is intended for

use by structural designers and engineers so that materials and georne.ry may be combined

efficiently into a structure or enclosure which could provide optimum shielding for the

least cost. The shielding handbook takes into account the best materials, construction
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methods and configurations for protection against magnetic fields, electric fields, and

plane wave transmission.

Radiated Measurements:

Radiated measurements are defined as those dealing with the transmission of elec-
tromag:,etic energy through a medium. In the language of those who measure the

shie'ding characteristics of materials, radiated measurements are made using equipment to
transmit and receive electromagnetic signals. Neither the transmitting element nor the
receiver sensor are in contact with the shielding barrier. This type of measurement is in

contrast with conducted measurements, involving direct contact with the materials being
tested for the purpose of measuring their electrical parameters.

For many years radiated measurements have been made to test electromagnetic

compatibility, measure SE, or to measure the frequency and power spectrum emanating
from a source. Most measurements were made in the frequency range from 10KHz to

1 GHz. Since the advent of radar and the more general use of microwave frequencies,
readiated measurements have included the frequency spectrum up to 10GHz and sometimes

to even higher frequencies, but very little work has been done to extend the range of
radiated measurements to frequencies below 10KHz. One limitation which has prevented

both downward and upward spread of measurements has been the lack of equipment to
make accurate measurements in these frequencies.

A requirement of this contract states that radiated SE measurements shall be made

on a number of building materials including concretes, steels, woods, nonferrous mate-
rials and others. The tests shall measure the attenuation of the magnetic fields from 10Hz

to 50KHz.

Previously, measurement of magnetic field attenuation has been done using two

shielded loops, one loop acting as the radiator and the other as the sensor. In this manner

the driven loop is energized with a signal generator and the receiving loop is fed to a
field intensity meter or other low frequency receiver. The lowest measurable frequency

using this type of equipment is limited to about 10KHz, the lower limit of the super-

hoterodyne receivers.

The development of the variable-mu Magnetic Field Intensity Meter (MFIM) by

The Electro-Mechanics Company has increased the capability of making radiated measure-
ments at frequencies below 10KHz. The EMCO Model 6640 MFIM was used for the
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radiated tests performed on this contract. This instrument is capable of measuring time

varying magnetic fields from less than 10Hz up to 50KHz. The high sensitivity of the

instrument makes it capable of reading broadband signal intensities less than 10 milli-

gammas (equivalent to 10" Teslas or 10- 7 gauss) with a dynamic range of about 100db.

The variable-mu MFIM operates in the following manner. A coil wound through

an aperture in a ferrite rod of known incremental permeability acts as one element of a

tuned oscillator circuit. A change in the magnetic field intensity about the ferrite rod

changes the permeability of the rod, thereby changing the inductance of the coil. The

variation in the magnetic field is indicated by a proportional shift in the oscillator fre-

quency. A core and coil transducer in the inductance portion of a tuned circuit deter-

mines the oscillator frequency of the MFIM sensor. A servo control loop compensates for

changes in component characteristics caused by temperature effects and slow variations in

the earth's magnetic field. The compensation is provided by a voltage variable capacitor

in the sensor electronics. This capacitor is controlled by an integrator system whose upper

frequency response determines the lower frequency response of the entire system. An

illustrative block diagram is shown in Fig. 1. A steady magnetic field, H, does not

produce a shift in the sensor oscillator frequency because of the servo control. However,

a time varying field, At/, causes a frequency shift varying at the same rate of change as

the applied field. The magnitude of the frequency shift is proportional to the magnitude

of All. The modulated sensor frequency, fs, is then mixed with a constant frequency, 'Lo,

from the local oscillator. The difference frequency, fLo - fs = fIF , is demodulated to

produce an analog voltage, V, which is proportional to the magnitude of An/ and varies

at the same time rate. The above response occurs within the passband, 0. 1 Hz to 50KHz,

of the instrument.

The general arrangement for all radiated tests requires the use of a variable fre-

quency signal generator, a power amplifier, and a circular coil for the magnetic field

source. The MFIM measures the strength of the magnetic field produced by the source.

Measuring the attenuation of a barrier consists of determining the field intensity in an

area without the barrier in place and then measuring the field intensity with the barrier

or enclosure in position.

In order to develop techniques to make meaningful radiated measurements, a

number of tests were run. Several attenuation measurements were made to study the

effect of varying the spacing between the source and barrier, and the spacing between

the barrier and the sensoi. Another group of tests were designed to study the effect of
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the size of the barrier on the measured SE. Other tests were run to study the existence of

magnetic field reflection from conductive barriers. Tests which involved ferromagnetic

material enclosures were made to show voriationa in field intensities at several different

sensor positions within the enclosure. The SE obtained from complete enclosures was

compared with that obtained for plane surface barriers.

Some measurements were designed to study the effect of material thickness on its

shielding characteristic. Other tests were run to examine thu shielding variations caused

by multi!ayered shielding materials in adjacent or separated configurations.

Erroneous SE measurements are Ikely to be mode if there are metal obstacles in

the test area. Fig. 2 shows a test selup which was used to investigate the apparent

shielding by metal obstacles. The measured SE of the wall vith and without the obstacle

is shown in Fic-. 3. A similar situation showing an apparent SE ;s illustrated in Figs. A

and 5. The conclusion of these tests provided substantial evidence that SE measurements

must be made carefully to avoid errors which could be caused by objects in the test area.

While making the radiated measurements, it become apparent that only conductive

and ferromagnetic materials displayed any significant degree of shielding in the 10Hz to

50 1-1z rnnge. A study was made using sevoal configurations of materials and equinment

in order to establish a reliable methoo of comparing SE of variot s materials. The test

arrangements shown in Figs. 6, 7 and 8 illustrate the configuration of the source coil,

barrier and sensor for measuring SE on i-ft-square sheet samples, lcrger 4 ft by 8 ft sheets,

and cubical enclosures. The results of nearly all tests done on the plane surface or theet

tpe orriprs. r.v . . .. t.t .. ..r in th .SE ,eoiuie,,, siarts in the upper fre-

quency range of the radiated measurements, usually in the 5 KHz to 50 KHz range.

These errors prevent accurate SE data from being taken in the 10 KHz to 50 KHz

frequency range, although comparison between different mote ials measured in the some

manner show the shielding merits of one material relative to another. The test jig in

Fig. 6 was useful in determining the effect of spacing between the source coil, barrier,

and sensor. The greatest shielding was effected by plocirg the source coil arid the sensor

as close as possible and on opposite sides of the barrier material . The apparent shielding

caused by the variations in spacing are shown in Figs. 9 and 10. In the tests, the source

coil and sensor were separated by 12 inches. The curvt: s'uw tkc magnetic field SE

variation as the barrier is moved in 2-inch increents foran the sensor to the source coil,

The distances shown are measured from the center of the sensor . Tke size of the senor

case limits the axial distance to 2 inches. The barrier was not bought any closer than

7
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2 inches from the source coil because induced currents in the Larrier caused a gross change

in loading characteristics when the barrier vYos placed closer than 2 inches to the coil. A

sim ilar test which used two barriers, one fixed and the other movable, showed about the

some results as using a single sheer except that slightly more SE was attainable. Figs. II

and 12 show the result with the fixed plate 2 inches fgom the source coil and 2 inches from

the sensor, respectively.

The curve', in Fig. 13 -how the variations of apparent SE caused by separating two

clurninum sheet barriers in two inch increments. In these tests, the source coil and sensor

were separated by a fixed di.tance of 12 inches and both plates were moved symmetrically

away from the mid point betv een the source coil and sensor. The results, which are

similar to those shown in Figs. 9 thrcugh 12, show the increase in SE as the barriers are

placed close to the source and sensor.

In measuring the SE of conductive materials, it became apparent that the greatest

amount of shielding was caused by the regeneration of magnetic fields by the principle of

Lenz's Law. This indicates that the SE of a material is directly proportional to the con-

ductivity of the material, especially for nonferrous materials. Several experiments were

set up to investigate the degree of this effect. Three "cage" type enclosures were wound

from different wire material on wooden frames. Each loop of wire closes on itself and does

not contact the adjacent loop. Shielding tests were run with the plane of the laop per-

pendicular to the axis of the field and then with the plane of the loops parallel to the

field. These arrangements are shown in Fig. 14. The cages were made of copper, iron,

and Chromel "A" wire. These materials were chosen because they have different elec-

tri:al resistances. Iron has six times the resistance of coppe-, and Chromel "A" has about

60 times the resistance of copper. Curves of the attenuation versus frequency are shown

in Figs. 15, 16 and 17.

A similar group of tests has been run on solid sheet enclosures having an open

side toward the source coil (see Part II, Fig. 45, pg. 123). The results indicate that the

cage of copper wire shields better than the open-front sheet enclosure. This discrepancy

is due partly to the higher broadband noise present during the measurement of the solid

sheet enclosure. The broadband noise level was about 10db higher, causing an overall

upward shift in the flattened portion of the curves of Fig. 45. Since shielding is a

function of frequency, the shielding curves sh~uld have a continued downward slope with

increased frequency. Limitations of the test configuration in some of the measurements

cause an apparent flattening in the shielding effectiverness above a certain frequency.
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This dluta should riot Le car'rpor ed . A group of tests were run on cobi'Lal eric lsjics rLt[

bling thre wire cages, but which were m-Tade of sheets of r~iter a I rather hOit Y. iru sti ips5

The appou rt klrn F Urigprduced 1I these ericlIorurv es shownr in Figs g6 lb and 1Y.

Th)e shielding thut occurs in coridcti ye nonife-rious ericlosures seerms to bt hcrmo0-

gericous throughovt the area. This is not true of the shielded area ,%ithin) a ferronrognetic

enc losut e. The mugnetic field disti bution within a ferromagnietic eniclosure con have

wide varicitions of field intensity Fromn one part of the enclo'sure to the next. A meacsure-

mien t ol the Field in tenbi ties ot vat oju% locat ions in a 4 ft cubical ernclosure of wrought

iron show that tire fields neo. the vails at orienrted per ptendic ulcito to the w oil arnd thct

the fields within the enclosure aie stionyest just behind the front wall of the cnclcsurc.

rnd juJ. in front of the rear wall . Fig. 20 shows the variotiron of the fieid, irtsvea

loca tions of the enclosure . It is rroteworthy to compare thiese nieasurerrien t- with the

niaognetic field sirodowgraphs of a similariy shaped enclosure ( see Fig. 2; ). Two charac-

teristics of the MFIM measurements must be remembered in making tkr.- comnpar ison . First,

the MAFIM is sensitive only to fiel ls along its axis and w i I rict i esuond to ficlJ& at rglit

angles to the sensor axis. Second, the MFIM detects the nornmal weakening of the field

as the dis iance roni the sensor to the source coil increasets. This chrange in i trteis ity is

not as apparent in the magnetic field shadowgraphs. Sorne change in behavior occurs at

kigher frequencies because the attenuation pattern at 1O0H-l 1,. slIoI gtly ditferten-t from

that at 100 H-. In the 100 Hz test, tire No. 6 position shro'.s the least atternuationr. This

is followed bx Position 1 which has a slight reduction caused by the bending cil tield

lines near tip t ie of Irhenc :c Thc .~;urr errucrron tci., l when thre

sensor is placed in the No. 4 position. This is accour '-.bl' !.- irhe high field distortiorr and

incr eased separction fromn the source coi i at tki :2, The distortion is visible in F ig. 21

although it is difficult to discern tiLld 7irteri i ty in tire shodowyraph.

Tire groplired 1e~.c attenuation versus frequency for varir.us buildr -ig rrater ols

having significant shielding qualities are compiled in Pait 11 of this report.
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Field Source

6

2 7

3 8

4 9

5 10

Sensor Positions Shown in a Horizontal Section

Posit;on DB Attenuation DB Attenuationat 100Hz at I KHz

1 26 32

2 30 34

3 29 35

4 32 34

5 29 35

6 25 31
7 27 33

8 28 33

9 30 34

10 28 33

Fig. 20 Shielding Effectiveness at Various PoJt;ons vithin a

4-Foot Cubical, 3/8-Inch Anneoied Viought Iron Box
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Conducted Measurements:

Conducted measurements reter to those electrical measurements with the test

apparutus in contact with the material being tested. These tests are designed to measure

the electrical characteristics of a material. The values of the electrical parameters

give insigrt into th, electromagnetic shielding capabilities of the material.

Th.. results of conducted measurements give such parameters as the dielectric con-

stant, dielectirc loss factor, magnetic permeability, magnetic loss factor and conductivity

of materials,

Most building materials are in the class of nonconductors c,- die'ctric materials.

They have no appreciable magnetic qualities; therefore, the only characteristic influenc-

ing their value us a shield are the dielectric constant and the dielectric loss factor. In

the case of a dielectric's electrical parameters, the higher values of d;electric constant

(or relative permittivity) cause a smaller amount of energy absorption and therefore less

shielding. Conversely, the materials having higher values of dielectric loss factor (or

loss tangent) show the greatest amount of shielding because this loss factor is indicative

of the power consumed in the medium. It will be seen, however, that neither of these

values is at a sufficient magnitude in most dielectric materials to produce any significant

shielding at frequencies below 100MHz. Shielding will increase by a factor of one

million for a given material as the frequency increases from 1KHz to 1 GHz provided that

the dielectric constant and dieiectric loss factor do not change significantly over these

frequencies, because SE is directly proportional to a change in the EM frequency.

A requirement of this contract is that conducted mreasurements be made for a

number of common building materials over the frequency range of 10Hz to 1 GHz. An

attempt to correlate values of SE calculated from these conducted measurements with

those obtained in the low frequency radiated measurements will also be shown.

The rnaierials selected for the conducted measurement program were those which

could be made homogeneous on a relatively small scale and which could be molded or

machined to fit in a holder for bridge measurements. A number of concrete, piaster,

brick, wooden and other materials which were adaptable to being made into samples were

ckosen. The procedures for making conducted measurements can not be corrried out on

reinforced concrete, aluminum windows, steel windows, and large scale structural mosses,

except that the characteristics of the materials may be measured and these are involved in

calculating the SE cf large-scale structural parts.
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The largest group of measurements were made on dielectric building materials and

were made with cc~pacitance bridges o, as in the case u, it VriF runge, measurements

were accomplished using slotted line techniques.

The frequency ranges coveied cnd equipment used in making the conducted tests

on the building material samples are given in Table I.

A General Radio Model 1690A dielectric sample hoider was used to facilitate the

measurement of the building mateila samples. Samples prepared were 2 incles in diam-

eter and rio more than 0.30 inches thick. Thin materials could be tested alone or stacked

in laminated form to approximate a 1/4-inch thick sample.

The test setup for making bridge measurements is shown in Fig. 22. The procedure

for determining dielectric constants and dissipation factors are as follows. With the test

sample in the sample holder, the conductance (/), ) an] capacitance (( ) adjustments of

the bridge are tuned for a null, and diai settings are recorded. The sanpie thickness (t,)

is also recorded. Next, the test sample is removed from the sample holder, and the bridge

is again nulled by readjustment of the conductance knob to (, and the micrometer thick -

ness adjustment to t2 . These values are recorded. A reference chart for 2-inch diameter

test samples, furnished with the sample holder, gives values of the geometric cir capaci-

tance of electrodes ( CA ) from t1 and the geometric oir capacitance of electrodes ((',
from t 2 . The capacitance of the test sample is calculated from the formula

C2  '2 + "C4 - .' sC,4 (1)
C. (A2 CA2 CA

where C. = equivalent series capacitance oF the sample,

-N CAI = correction factor for setting t, (from chart), and

SCA2 = correction factor for setting t2  (from chart).

Next, the dielectric constant, e;, is calculated from

C,
= -- (2)

'-A

t3
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I" -

The dissipation factor, f;' is, calculated by the equation

l i (3)

where )= conductance with test sample in lolder,

n 2 =conductance with test sample removed from holder, and

C1" total capacity in circuit (this value does not change tar

the sample in or out at the holder because capacitor plate

separation has compensated the change in dielectric

constcnt 
)

S

Oice the dielectric constant and dissipation racto cre determined, the amount of shield-

ing due to energy abso, ptio In a medium may be calculated from the equation below.

Attenuation = 20 log,, exp

whee 3 = and (4)

2 ', '

T . thickness of material, meters.

In rationalized mks units, attenuation on a per meter thickness basis may be calculated

using the values of

0e - 8854 - !0 " ' faradS'meier

Po - 4henries/metotr.

Extracting the constants for the equation above, it may be simplified to

- = 1.04B 10-8 

(5 )
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Then

Attenrjotron -8 686 1- r, decibels,

or

Attenualion = 9. 102 10 r'_____ decibels. (6)

Removing the var lables from the slhielding equaOtion' 0hOVw that SE is a direct function of

tke frequency of the electromagnetic signalI anj dielectr ic loass factor. The SE I s Uri inverse

tunct~on of the square root of the die lcct ic constafnt . Futhermoie, the fequency of the

electromagnetic wave passir g through a dielectric mnediuim must be at lecst above 10 or

100 MHz be'o)re the SE ires above I db:: per meter thickness withi the magnitude 0 f di-

electric constants and loss tangents that ore noirymolly encountered. The extreme I> small

attenuation obtainable at freqUencies below 50 KHz was verifiedin thc radiated mecisure-

ment whan no measurable hielding could be recorded.

Generally speaking, materials such as concrete, stone, tile, glass, rock, bick,

I-rrrber , papers, plastics, asbestos and fihergiass .III not offer sign*1ficant shielding 1 lt:s

thkan 1 dA attenuation) at frequencies below 1 MHz. This is assoming tie thickness 01, the

mnaterials used i, typical for standard building practices, such as brick and V.oodcrn V.Ulls

much less than one meter thick .

The electr Ical parameters of matrials are l ikely to variy by sever al or der s of mnag-

nitude hten exposed -o lorj- -kon:s of nicisrure and4 'he mcsccccr'!c..t c' r.-;zn> n

maoy be a function of the ambient temperature. An increase in moisture fontent eas shiown

to increase the dielIect, ;c rnntn-nt ef n-#- :- rk or.h Qf n Y ~:
tend to make the material shield loss than normal, but !he increase in moisture content also

causes an increase in the dielectric loss factor. This change increases tii SE enough to

more than offset any SE decrease caused by an elevated value of the dielectr ic constant

because SE is directly proportional to the dieiectr ic loss factor but inverselY proportional

to the sAuare root of th'e dielectric conistant . Matei aols which are most0 significantly af-

fected by the high moisture environments are the concrete and masonry matei als, ljm-,ber

ond other porous materials. Very dense materials which are imper vious 1o water are least

likely to show changes In electi ccl parameters -in moist environments.

The conductive and magnetic material, arc mare diffi*c.lt to cvuluute fur SE be-

cause of the importance played on the geomnetry. Magnetic field shielding 11ri is duje

to the regeneration of fields in a conductive barric .:Is proportional to the conductivity of
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the barr ier. Thus, the factors irivoved are the conductance of the matelil and the ma-

tei Hal dt.u:iry. IT 'le case of tlecroagnet K oV' Cs, the chana in intr insic inpedanu-e of

one mediium to thi ne.,t "ill cause the reflection of an EM v vu at the interface of the tvwo

mediunis. The n.,r!- ,ir ol e-aluot on of a sulution to MAo,,,ell's .'uotians for t~ani eise EM

VAoCICS proragating th.o.,gh spuce and stir Ing a shield v.i II glku a slnr I ifed ejuotion tot

attenuation,

.4 3.338. /f ,decibels mil thickness, (7)

which is based on copper

A, coi ding to J.R. Sodouo (Shi elding Norougrnph, " Electronics, Vol. 27, No. 2,

MUy 1954, p. 190), other mater als requjie a correction facto.

.4 1 72P- ..,4 / _____(8)

v h

,neie ' is !ht resisti-ty of the metal in micio-ohm-centimeters or , i' th, feloa ,,e

pe meobli-y of the metal. For metals othe than those classed as feiromanoetic rnta!s,

P = 1 . Tiis equation, however, is valid only for cluctromognet..,Cs ori wouid not

hold true fot magnetic field of near field pheriomeno.

~,rrrrJUNieu, LIV U mercir Lorr lei Is5o nepentaen- on contgq-

uration and dist ibution oi mater ial in the ba r re, it is more useful to compare ihe relative

merits of differen- materials in the same distr ibution. For example, the SE offered by a

cubical Unclosure of 18-mesh copper screen should be compared with enclosures of the

same size, shape and mesh of a:un,;num sureer. and galvanized iron screen. Sodaro's

equation indicates that an increase in relative permeobiL;ty will increase shielding. This

is true whCn coniderlng EM plane waves, but it is not the cao. when considering mag-

netic field shielding since the presence of a frigh mu material can increase the field at a

point if thre point is at an induced magnetic pole. A high mu material surrounding a

region can lessen the field intensity at that region. The merit, of hoilding materials used

as shields are shown in the tables of conducted measurements in Part II of this report.
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Magnetic Field Pattern Shadowgraphs:

It is difficult to predict the magnetic field distribution about an enclosure or bar-

rier of a ferromagnetic substance. This problem arises from the fact that the magnetic field

direction and distribution may not follow the behavior of a steady state field. Magnetic

field propagation through a ferromagnetic substance could be slow enough to show a stand-

Ing wuve pattern It lhe barl0 1" large and the frequency Of th magnatic l eld Is high0

The classical method of making magnetic field patterns has been to place a perma-

nent magnet beneath a thin, flat, nonmagnetic material and then to sprinkle iron filings

on the flut Cover. Oth01l uxp.rifent have involved the use of magnetic materials sus-

pended in a liquid in order to get a three dimensional pattern.

In an attempt to make a magnetic fReid pattern from low frequency alternating
current fields, an apparatus was built to simulate ihe magnetic fields about a flat circular

coil. A heavy wire (AWG No. 6) was wound as the secondary of a toroidal tiansformer.

Three turns of this heavy wire formed the 6-inch diameter secondary coil (see Fig.23 ).

By exciting the primary of the transformer with 60Hz line current supply, a magnetic

field produced by about 2,000 ampere turns will be generated about the coil. Finely

divided particles of iron are shaken on to a platform which forms a horizontal plane in the

center of the coil. With the power on, these particles align along the field vector and

present a picture of the field distribution in this plane. After the pattern is formed, the

current is shut off and the particles are not disturbed. A photosensitive paper, previously

placed on the platform and now under the particles, is exposed with a point source light

Development of the paper reveals the pattern of the field as a shadowgraph.

The shadowgraph presents a display of the direction of the magnetic fields and,
with the presence of a model enclosure of a ferromagnetic material, the field distortion

caused by the model can be seen. The absolute magnitude of the field intensity is not

available from the shadowgraph although the relative strength of the field distribution is

shown. In the areas of highest magnetic field strength, the particle rows are widely

separated. Because of the presence of large magnetic forces, some areas may be com-

pletely void of particles. This is especially noticeable in the vicinity of the conducting

coil.' Areas of least field concentration show the particles in a nearly random distribution.

For the tests on this project, two frequencies were used. The first tests were made

at 60Hz and the field generated was about 2,000 ampere turns. A second convenient
power frequency of 400Hz, supplied by a motor generator, was used. The transformer
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Secondary Winding

Platform "

Encolosure Photosensitive

Paper

Primary Power

Support Toroidal Transformer

Figq, 23 Device for Graphical Illustration of

Magnetic Field Paths and Distortion
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inductance caused an Incrt.-asu in reactance at the higher frequency and this factor, along

with a reduced voltage suppl>, provided only abot 600 ampere turns. This was still
enough to produce magnetic field shadowgraphs within a small area about the coil. No
attempt was made to produce magnetic field patterns at higher frequencies because special

equipment would be required to supply fhe high power necessary for the magnetic field.

A variety of samples of powdered and granular magnetic materials were used to

roke the patterns. A number of magnetic material samples supplied by Engineering [xperi-

ment Station at Georgia Institute of Technology were tested for the quality of pattern

which each makes. Particle size varied from the extemel, fine (4 micron) carbonyl iron

particles to the largest flat scaly variety of magnetic iron oxide called mill scale. T-e

mast satisfactory results came from samples of well graded spherical particles about 50 mi-

crons in diameter. These particles have freedom of movement and do not tend to stick to

the surface of the paper as do the smaller particles. Thu large particles such as mill scale

do not make smooth shado-,graF'hk and are difficult to move about in the magnetic fields.

The size graded 50 micron spherical particles are made of a material having a low

coercive force. In this material, the magnetic domains can easily change with the clter-

noting field; particles tend to align and form low reluctance paths. The magnetic force on

a line of particles is much like the force tending to close a magnetic relay. Because of

the ideal mobility and magnetic characteristics, the 50 micron spherical particles were

used to make the magnetic shadowgraphs. Most satisfactory results were obtained with

powdered iron manufactured by the Amer;can Photocopy Equipment Company and used as

a toner carrier in their APECO electrostatic dupli -s. A second choice material of

similar particle qie s G,, p~on ..... .. rurufactured by The Ghrdden Company,

Metals Division, Baltimore, Marylnnd. These prfricles are rough shaped and therefore do

not have the mobility of the APECO material.

To show the similority of the calculated field about a circular ceil and the

meU.aured field, the two were compared.

The field at a point in space around a circular coil immersed in a homogeneous

isotropic medium has been calculated under the assumptions that the resulting field is

symmetrical about the coil's cxis. nd that the coil is constructed of ac filament. From a

practical p-:< if vie\, ke dimensions of the coil's wires must be small compared to the

diameter o, . coil. Since tk. .coil 'is symmetrical about the axis, onl, two coordinates

Lve necessary; hence the formula is presentrd in terms of r~ctancular coordinates for the

field irr a plane.
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Fig. 24 Field Vector Diagram

The diagram, Fig. 24 , explains the sense of the notation. Marhemalical expres-

sions for B, and B, in terms oft and s were used to calculate the component vectors B r

cna B. . The resultant vector BR, , was computed from

B,+ B (9)

To generalize the results to any coil the coordinates r and a were exprest!d in tenths of

a radius, The formulas (MKS System) used were:

Ba

2va [(1 . ,)2 + 3 2 1(

Vf12 dO tI-- 2 , JL[-:sIn'ti]"d0 1 (10)

L C [1 - k2 sin2 sin (i !)2 + a2  _j

N 3 1
2 P a [ 4 - r)2' 4 s212

40



l a [1-k 2 
sin

2 O] 0 O 11)
I [k in2  r -1) + Z2

t4

k- (12)
4 1)

2  
+ a2

These equztionis reau .c +n

I

NIl (13)

2 a

N .... (14)
2 a

L (15)
2a

i " i:

whereq and A are geometrical factors. By absorbing , into g and .' at (0,0)

q l and A 0 at (0,0).

g I " 2 + h2  holds for all coils and offers the advantages of not havin to

consider current mugnitude, number of turns, or radius of a particular coil. Hence

rg2- + h2 can be used to reduce computational labor for many different coils.

A graph was platted of V, +A 2 for various values of r and j.

Lxample:

CaIculate the field at z 0.8radius and r 1.2 radii

S .1.2and = 0. 8.
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A.) Evaluate the followin9 integrals using t -ulated elliptical integrals:

d 0 and f 1 - k' sin 2 &1' dO, for each k2

I [1- k2sn 2 Od, "

It was foun ihat for 42 = 4(1.2) : 0.876 (16)
.1.2 + P 2(O.8 )'

r 2dO2f -kd = 2.4773 (17)
[1 - 2 2 ]

J 1 - k 2 
sin

2 
0 4 dO 1.12385 18)

B.) Evaluating g

1 1-27 +I - (1.2)2 - 082 1
.- 2.477 + 1)2+0.82 1.124 (19)

1 I. + 1.2) 2  :-0.82] 1% 1.2 - 1 + 0 8

g= 0.0941 B =- (0.094). (20)

C.) Evaluating 2a

1 0.8 -2.477 + 1 .(12)2+ 0.8' 11247(21)

[t(I + 1.2)2 + 0.8 ]%' 1 2 4 ( 1.2- 1)1 + 0.82 j 2

A = 0.237

B, N (0-237). 
(22)

2a

42



D.) Evaluatiig U1,.,

- 0-94, \ 4 .0.237) 2  0 0 255 (23)

. 2 h - '0.255) (24)
2a 2a

From the re-,sts of the tabulated cuaculationw, graphs were plotted. One of the

graphs (Fig. 25 ) was plotted to show the vector direction only; the magnitude has been

omitted. The graph of moanetic field vectors may be used as on overlay over the muag-

netic field shadowgraph of Fig. 26 showing the 60 Hz field generated about a circu!ar

loop. A photo comparison (Fig, 27i of the two fia-jres sho .s good vector diiection

similarity. The calculated plot was drawn to a large scuK.: and photographically reduced

to thc. same size of the shadowgraph.

Slight irregularities may be found in the region of the coil. These are jttributed

to the Following reasons: 1 ) The calculations were made under the assumption that the

coil is constructed of a filament of dimensionles cross section rather than the heavy wire

actually used. 2 The laige magnetic forces in the region of the conductors pu!ls many

of the iron Particles toward the conductor and sometimes the pi',, indicared by the chain

of particles is slightly distorted in these regions of the most intense magnetic field.

Shodowgraphs of magnetic field distribution were made about enclosures of

several geometric patterns. The first patterns used extremely thin-walled models. These

did not prove very usefu! oecouse little could be seen about the field near the surface of

the enclosure. Fur.her experiments used models having half-inch thick walls. With

these models, little couli be seen of the interior distribution of fields. The best field

patterns were made using a model having a wall thickness of about 1/8--inch thick.

Shadowgraphs from these patteins cieorly show the field distribution inside and outside

the model enclosure. The field pattcrn of Figs. 28, 29, 30, 31, 32, 33, and 34 show

the magnetic field distribution about some simple geometric shapes.

A series of shadowgraphs were made to show magnetic field behavior about

various joints in ferrornugnetic materius. First, n shadowgraph was made about a
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coninuous circular enclosure (Fig. 35). Next, the enclosure was cut in half and the

two sections butted together. As shown in Fig. 36, the shadowgraph of the fields about

the butted halves shows considerable magnetic leakage across the high reluctance mag-

retic paths. The circular enclosure was again welded together. One side was welded

with steel and the other side was brazed. The shadowgraph of the rejoined halves,

Fig. 37, shows good magnetic continuity through the steel welded joint, but poor mag-

netic continuity through the brazed joint. This demonstrates the need for magnetic con-

tinuity when materials are joined in a shielding enclosure for low frequency magnetic

fields. If only frequencies above 100KHz are of irterest in shielding problems, or if

electric fields are the only concern, then the conductive rather than magnetic continuity

of joined metal sections would be important.

The use of magnetic field shadowgraphs is helpful in analyzing the behavior of

magnetic fields about ferromagnetic objects or enclosures. The patterns do not give an

absolute intensity of the fields at a certain point from a source, but they can act as a

relative field strength indicator for various points about a magnetic field source. The

most important use of the magnetic shadowgraphs is their ability to show the vector

direction of a magnetic field in the vicinity of a ferromagnetic object or barrier. Further

development of equipment will aid in showing the behaviors of magnetic fields at much

higher frequencies. Present limitations are the generation of high frequency fields of

very high intensity.

Effects of Geometry and Construction Methods:

Having knowledge of the shielding properties of building materials only partially

solves the problem of constructing a sound economical enclosure. Proper construction

practices and good design can greatly influence the SE of an enclosure.

An enclosure that is to keep low frequency magnetic fields from either entering

or exiting must be constructed of 3 ferromagnetic material. Unless a superconductive

shield is considered, the most -nductive materials available do not lend themselves to

significant magnetic field shielding at frequencies below 100Hz. Since shielding by a

material of high may.'etic permeability is a function of the total mass of material, this

type of shield must be bulkier than shields for high frequencies. The ferromagnetic

material may be an effective shield even with large openings in the barrier. For example,

an enclosure of a heavy gauge expanded steel which has openings 4 inches long but

which weighs 4 pounds per square foot makes a better magnetic shield than a light gauge
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expanded steel having openiigs only 3/4 inch long and weighing about 1/2 pound per

square foot, see Fib. 38. If the enclosure were also required to shield electromagnetic

signals in the UHF region o. the spectrum, light weight materials would provide mole

shielding than the heavy material because of the wave guide effect caused by the open-

ings in the mate-ial. The large epening mater.al "leaks" more UHF signals and has a

lower cotoff frequency than the material having smaller openings. Tests on large enclo-

sures oi a material offer more shielding against low frequency magnetic fields than a small

enclosure. The variations irn SE at frequ, -- ies below 1KHz are rrosr likely due to the

presence of more rerromagnetic material in the larger enclosure. A- higq'her frequencies

(above 1 KHz,, a large enclosure may show less apparent shielding than a small .nclusure.

This could be explained two ways. First, the path of th. loop for induced currents is

larger on a larger enclosure. This path must have a higher resistance than a small path

thus causing less field cancellation by the Lenz'- Law effect. Secondly, if the separation

between two parallel, conductive walls in a room is some multiple of a half wavelength

of an electromagnetic wave, the intensity of a :*gnal of this frequency zould show up

stronger inside the enclosure becaurc of a cavity resonance reinforcement. This could

make the signal inside the shield stronger than the signal outside the "shielded" area.

Because signal leakage through openings, holes, etc., is so prevalent at UHF, the

construction of an efficient shield to blociz passage of these waves must be restricted to

solid materials. The popular screen rooms made of coppe, wire screen become poor EM

shields at frequencies above I GHz. When it is necessary to have a window oi air passage

in a high frequency shield, elaborate traps must be built which will allow a flow of air

but block passage of electromagnetic waves.

Nearly all cases of shielcr;ng are best accompl.hed by the use of several layers

of a shielding material rather than one larger layer. Some manufactLrers of magnetic

shields sandwich layers of ferromagnetic material- having different magnetic character-

istics. Outer layers of the barrier are made of a medium per-neability material which will

take a large magnetizing force before saturating. The inner Icyers are made of materials

having very high pe,-meabilities but which saturate much more readily. The combined

materials in an enclosure form a barrier which lessens the penetration of magnetic fields

in an efficient manner.

The use of multilayered materials in a shield was also shown to be better than a

thicker, single layered enclosure. Two and three layers of aluminum foil make a better

shield if the layers are separated by a nonconductive medium. Other tests showed that
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doubling the thickness of a material did not double the shielding effectiveness of an

enclosure. Since alternating currents by nature tend to flow on the surface of or elec-

t'ical conductor, a barrier of several conductive layers will have less impedance to

in,!uced currents than c. barrier of a single thick conductive layer. Much of the shielding

of low frequency magnetic fields is generated by induced currents in conductive shields;

therefore, the multilayered barriers offer more shielding than a single layered barrier.

When electromagnetic plane waves travel through a shielding barrier, the

reflection at the surface of the barrier is associated with the chGnge in intrinsic imped-
ance across the barrier. The greatest amount of shielding will occur when an EM wave

traverses se%,eral changes of intrinsic impedance. Again, a multilayered configurafion

offers the best shielding.

The effectiveness of shields for low frequency magnetic fields may be signifi-

cantly influenced by the shape of the enclosure. If the direction of the interfering

signal is known, the best shields take the form of an ellipsoid or similar streamlined

model. For protection from all directions, a spherical enclosure is the best design. How-
ever, the cost of making a spherical enclosure may not be considered worth its high price

if it is compared with a slightly less effective but much less expensive enclosure having a

cubical or other flat sided shape.

In cases where reinforcing steel or structural steel is used to the advantage of
:h elding, it is important that conductive and magnetic paths be complete around the

entire enclosure. Little good is accomplished by having one wall in an enclosure of a

good shielding material and the rest of the materials having poor shielding quality. This

means that reinforcing stee, set vertically in a wall must have horzontal members

attached to form a lattice in order to effect any measurable SE. It is also necessary that

the metal in one wall be attached to the metal in adjacent walls, roof and floor.

As discussed in the section on radiated measurements, much apparent shielding

is brought abct !.y the regeneration of magnetic fields produced by an incident, time
varying feld .hat impinges on a conductive plane perpendicular to the incident fi.ld.

If the loops for regenerated currents and fields do not exist in the walls, floors and ceil-

ings of an enclosure, there will be no closed loops in which currents may be developed

for a field regeneration type of shielding, nor will there be the proper magnetic paths

to shunt low frequency magnetic fields around an enclosure.
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This study has been concentrated on the investigation of the SE of building

materials. The accentuation was on finding the most efficient shields among "standard"

materials rather than some of the more elaborate and certainly very expensive types of

shielding materials. The cost of installing a shielded room which greatly attenuates low

frequency magnetic fields is often prohibitively high if the area to be shielded is larger
than a few cubic feet. The price of installation for the exotic material shield can easily

cost over $100 per square foot of floor space. Sometimes a minimal amount of shielding

may be satisfactory in preventing degrading interference. Metallic materials, ferro-

magnetic and conductive, without question have the best shielding properties for mag-

netic, electric, and electromagnetic fields. A structure of corrugated, galvanized
steel can be made into a useful shield if all sheets of the material are carefully bonded,

and if joints between adjacent walls and the roof are also electrically bonded.

During the measurement progress it was found that expanded steel materials

provided the proper magnetic and electrical continuity for a good shield. This material

also is well adapted for use in reinforced concrete walls, floors and roof as a substitute

for reinforcing steel. The expanded steel has an advantage over reinforcing bar steel in

that the expanded metal does not require welding at each cross point to make a reason-

ably good shield. The necessity remains, however, for welding all sheets to adjacent

ones and to weld corner seams where wall, roofs and floors join.

If the substitution of bar type reinforcing steel is not econc'nically feasible, a

smaller expanded steel called plaster lath can be used for shielding. This thinner
material has less SE against magnetic fields below I KHz, but since the plaster lath has

smaller 3penings in the material, it will shield to a higher frequency than the heavier

expanded steel.

Material Selection for Shielding:

The materials from which structures are built are primarily determined by avail-

ability at the site of construction. The lumber materials used in the northwestern part of
the United States are not the same as those used in the southeastern United States. Most
probably both of these are considerably different from the wooden materials used in the

Far East and Pacific. There are some materials such as concrete, corrugated iron, and
asbestos shingles which (because of modern logistic advances), are available practically

anywhere in the world.
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Whatever materials are available, the choice must be made as to which will be

used. The choice of materials must be made giving consideration to the type of shielding
which is necessary at a particular location. If a building is to house communication

equipment and this building is near a powerful radar installation, the interfering fre-

quency of paramount importance may be expected in the radar frequency ranges. There-

fore, the shieldng should be one which protects against very high frequency electro-
magnetic waves rather than low frequency magnetic fields. Conversely, a shield to

protect from low frequency magnetic fields should have a large mass of material having
a high magnetic permeability rather than being a thin, highly conductive material.

As has been previously discussed, the type and frequency of the fields and waves
causing interference define the material characteristics required for an optimum ;hield.

The high magnetic permeability of ferrous materials make them the best kind to use to

shunt magnetic fields away from a desired area. When the shields must protect an area
from high and low frequencies, it is necessary to combine both types of materials to effect

a satisfactory shield.

When analyzing the type of shielding necessary in a certain installation, the

properties of materials which vary the shielding characteristic should also be s.udied.

The three main characteristics are: 1) the magneti: permeability, 2) the electrical

permittivity, and 3) the electrical conductivity of the material.

Ferromagnetic materials can be divided into two main categories: First, there

are those materials which have medium permeability, but which do not saturate until a

high magnetic inducticn level is reached. This type of shielding is best for locations of
high level magnetic fields. A second type of ferromagnetic material is one which

saturates at a relatively low level of magnetic induction, but which has an extremely

high magnetic permeability. This type of material makes the best magnetic shield in an

environment where high levels of magnetic shielding are required, but where the mag-

netic field intensities are well below the saturation level of the material. Since both

favorable characteristics do not occur in the same material, the combination of materials

can be used effectively to provide a good shield. The Perfection Mica Company is one

organization which claims to make an effective magnetic shield by using prefabricated

panels containing alternate, layers of "Netic" and "CoNetic" which have the desiroble

chcracterizution previously described.
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Dielectric materials exhibit a characteristic called electrical permittivity. The

relative permittivity (compared with the permittivity of a vacuum) can effect the energy

absorption of a wave traveling through the medium. A high permittivity allows the

greatest penetration of EM energy, but an associated characteristic called the dielectric

loss factor or loss tangent influences the shielding in an opposite manner, that is, the

greater the loss tangent, the more EM energy is absorbed as it travels through a dielectric

medium. In general, the shielding caused by energy absorption in a dielectric medium is

very small. The shielding is a direct function of frequency and does not become significant

until the frequency of an EM v.ave goes above several hundred megacycles.

The third characteristic, electrical conductance or its recriprocal, resistance, is

very far reaching in determining shielding at frequencies above several hundred cycles.

Lenz's Law states that a time varying magnetic field which intersects a conductive

medium induces a voltage in that medium wNhich causes a current to flow in a direction

that will generate a magnetic field tending to cancel the incident field. If the conduc-

tive medium were a super conductor, the field cancellation would be complete at any

frequency. However, nearly all materials have considerable resistance and so shielding

does not become significant until the frequency rises above several hundred cycles per

second. The voltage induced is a function of frequency and therefore higher frequencies

of the same magnetic intensity induce higher voltages in a conductor.

When the frequencies increase enough to be considered electric waves, shielding

is effected because elec.rical fields are greatly reduced in conductive mediums. The

permittivity of an electrical conductor is not defined and, therefore, the SE in a conduc-

tive nonrnagnetic medium is difficult to predict other than for those losses which are

caused by pure resistance.

From the measurements made on dielectric materials, it may be concluded that no

ordinary dielectric material causes any significant shielding at frequencies below

IOOMHz. Certain dielectrics which have ferromagnetc properties may perform as mag-

netic rirdld shialds. Thase materials (ferrtes) are not considered n building materials.

Their effectiveness as a shield is usually confined to UHF and microwave frequencies

because of their useful property of absorbing high frequency radiation rather than re-

flecting it as does a conductive shield.

Some environmental effe:ts on shielding characteristics are not pronounced. V( :y

little change occurs in the electrical characteristics when materials are expoe d to, thc
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temperature ranges normally encountered. Magnetic materials can lose their magnetic

characteristics when exposed to elevated temperatures. For some materials, the high
temperature limit (the Curie Point) can be reached without difficulty in hot climates.

Although such sensitive materials are a minority group, the ambient temperatures a shield

will reach should be carefully considered if temperature sensitive materials are used.

Moisture content of a dielectric material will cause a change in its shielding

characteristics. An increase in moisture content nearly always causes an increase in both
dielectric constant and dielectric loss factor. As previously stated, the increase in

dielectric constant tends to decrease the shielding effectiveness of a material, but the

increase in SE due to the increased dielectric loss factors usually overshadow the decrease

in SE due to increased dielectric constant. Those materials which show the greatest
change in electrical characteristics in moist environments are most frequently those

materials which are very porous. Cement, mortar, and bricks show more change with
moisture variations than denser materials which are more impervious to water. Similarly,

porous lightweight wooden materials are more affected by increased moisture than a dense,

less porous wood. As could be expected, plastics and other materials that are virtually

nonporous show little or no change when exposed to a high moisture environment.

The analysis of moisture sensitivit,, also gives insight to the effect that aging has

on some materials. Although insufficient time was available to show the effect of aging

on the electrical parameters of materials, ;t may be assumed that those materials which

increnoe porosity with age are more likely to be effected by changes in environmental

t:Ioittur,. . Conversely, those materials which change their structure minimally with age

will sborwi the least change in electrical characteristics, especially in varying moisture

env; nOrments.
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HANDBOOK OF SHIELDING

PART II

Introduction:

This handbook of shielding has been compiled to assist building design architects
and engineers. The handbook section is divided into three main groups. The radiated

measurement section contains a group of graphs which show the measured magnetic field
attenuation for a variety of building materials. This selection of materials is a cross-

section of those which have shown measurable shielding characteristics for magnetic fields
in the 10Hz to 50 KHz range. Since the geometry of a building can measurably influence

its shielding characteristics, the values of shielding for any material shown in the graphs
should be used only as a guide, as the same material in different configurations will show
differentdegrees of shielding. Those materials classed as dielectrics which do not show
a measurable shielding effectiveness in the 10 Hz to 50KHz range were not graphed.

The graphs presented in this section are plots of shielding effectiveness (magnetic

field attenuation) versus frequency. Those graphs that describe the material as being in
"sheets" do not show as much shielding as would have been obtained by measuring SE of

enclosures of the same material, but the graphs do give an indication of the relative

merits of several thicknesses of material. The accuracy of the measured SE falls off as
the curves flatten out at the hig h frequency end of the curves.

The data from radiated measurements has been grouped by the type of material
measured. Under each type of material, curves are presented for different structural

forms such as solid sheet, screens, frames, etc.

In some cases, a diagram explaining the measurement configuration has been

included immediately aokead of the data which it concerns. The attenuation curves for
the various metals strongly indicates that the rate of increase of shielding with trequency

is proportionate to the electrical conductivity of the material. In cases where ferrous

materials exhibit shielding at low frequencies, the shielding is nearly always proportional
to the volume of the material in the shield.

Conducted measurements are compiled immediately following the radiated

measurement graphs. The first table lists the resistivitlies of conductive materials com-
pared with copper as a standard of 1 .00. The electrical conductivity or its reciprocal,
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resistivity of a nonmagnetic building material gives more indication of its shielding

ability for low frequency fields than any other parameter.

The tables of results of conducted measurements on dielectric materials show the

dielectric constant, dielectric loss factor, arid the calculated SE caused by absorr rion of

electromagnetic energy within the substance. The dielectric material conducted tests

are presented for a variety of the most common building materials. e'.alculations of the
SE have been made for 4 frequencies in each table. These frequencies are 100Hz, 1 KHz,

1 MHz, and 1 GHz. !i can be seen from these tables that very little shielding is offered

by dielectric materials at frequencies below 1GHz.

Although the SE produced by dielectric materials is slight, the tables can be help-

ful in showing the best dielectric shielding materials for frequencies above 1 GHz.

Several of the dielectric measurements at 10Hz and 50Hz have been omitted.

These measurements resulted in very broad nulls on the capacitor bridge because of the

very high output impedance to the null indicator at these frequencies. lkc use of a field

effect transistor source follower amplifier helped overcome the bridge loading in some

cases, but with high dielectric factors and loss tangents the instrumentation capability
was limited. The double dash (--) in the columns of some of the Results of Conducted
Measurements indicate those measurements which resulted in broad null:.

Samples listed as moist were exposed to a saturated atmosphere for 1 day prior to
measurement. Dried samples were baked at 140"F for approximately 20 hours prior -

measurement. Due to their hygroscopic nature, some of the conducted test samples began
to absorb moi.;ture rapidly after they w/ere placed in the sample holder. The parameters of

oven-dried samples were not measured above 100MHz for two reasons. First, the samples
absorb water vapor from the atmosphere quite rapidly. At the higher frequencies, the

change in moisture content was rapid enough to make bridge balancing difficult because
of the changing parameters. Also, it was found that a material's electrical parameters

under real life conditions are equivalent to those of the material exposed to moisture. The
higher moisture content usually gives the best shielding so the parameters of the dried

samples were not measured above 100MHz.

All samples of '.,ment, mortar, and concrete which were used in conducted mea-

surements are described by a cement-aggregate ratio. A 1/0 ratio means that only port-
land cement was used. A 1/1 ratio means that one part portland cement was mixed with,
one part sand. Although most concrete mixes are typically 1/2/3 where the third number
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represents the quantity of heavy aggregate, this type could not be used in making the

small samples for conducted measurements. Portland cement without aggregate is rarely

used in construction, but pure cement samples were prepared to show the electrical char-

acteristics of the hardened cement alone without influence of the aggregate.

Beeswax (both light and dark) are not considered to be building materials. They

are, however, often used with paper and tar materials to create a moisture barrier. For

this reason, these materials were included in the conducted measurements.
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Section 1

GENERAL CONCLUSIONS

The following list of conclusions is the result of the measurement study on the SE

of building materials.

1. Low frequency magnetic fields are the most difficult and most expensive to

shield.

2. Shielding of low frequency magnetic fields below 1 KHz is a phenomenon

dependent on the volume and magnetic permeability of material. Shielding of low fre-

quency magnetic fields is accomplished by distortion of field lines away from the interior

of an enclosure. This type of shielding is in contrast to that caused by field regeneration

in a conductive medium, or wave absorption within the medium.

3. Streamlining a magnetic shield along the incident field path decreases the

field concentration at the interior of the shield.

4. Magnetic field frequencies above 1 KHz can effectively be impeded by a

barrier or enclosure having a high electrical conductivity.

5. The presence of conductive loops in a plane perpendicular to the field direc-

tion will produce the best shielding for frequencies above I KHz.

6. The use of reinforcing steel in concrete structures will not offer much shield-

ing unless the bars are interconnected into a lattice network.

7. The combination of a good shielding material and a poor shielding material do

not give much more shielding than the good material alone. For example, the SE of

reinforced concrete at frequencies below 1 GHz is only a little better than the SE of the

reinforcing steel alone.

8. A combination of materials in a shield for magnetic fields from 10Hz to

50KHz never showed any greater shielding properties than the sum of the SE of the indi-

vidual materials.

9. Good magnetic continuity between reinforcing lattice members is required for

effective shielding below 1 KHz.

75



10. Low resistance electrical paths are necessary between interconnecting mem-

bers of reinforcing rods for effective shielding above 1 KHz because most shielding above

1 KHz is accomplished by field regeneration.

11. A complete enclosure makes a better shield than an enclosure which is open

on one side or more (see Figs. 45, 46 and 47of the following Section).

12. Several layers of thin conductive material which are separated by nonconduc-

tive layers make a beter shield than a single layer heavier material.

13. Screen wire and hardware cloth enclosures make reasonably good shields

above 10 KHz but will begin to lose their shielding qualities in the ultra high frequency

range. This loss of shieldinig effectiveness is caused by leakage through openings in the

mesh. Leakage is higher for the larger opening mesh at any given frequency.

14. At an increase in structural cost, expanded steel sheets may be substituted

for reinforcing steel rods in concrete. This form of steel, although costlier than steel

rods, is a more effective shield for low frequency magnetic fields. Expanded steel sheets

require less interconnecting welding than would be required in using steel rods.

15. Lighter weight steel lath may be used in a plaster wall or on the surface of

walls, ceilings and floors to enhance the shielding characteristics of a structure. The

thinner material lacks sufficient mass to be a good shield at frequencies below 1000Hz,

but the thin material is quite efficient at higher frequencies.

16. The preseoce of metal fixtures as furniture in an enclosure can cause apparent

shielding which is not homogeneous throughout the enclosure. This can give misleading

results when measuring shielding effectiveness of a building or room.

17. Radiated measurements on ferromagnetic enclosures show a greater SE of the

enclosure when the field source is inside and the sensor outside than with the source out-

side and sensor inside. A field source which is fully enclosed completes a magnetic loop

much like a transformer core. This closed magnetic path confines the fields to the en-

closurewalls and the interior of the enclosure. The more complicated geometry which

exists when the field source is outside of the enclosure does not restrict the magnetic field

to a closed ferromagnetic circuit; therefore, less shielding is effected in the latter case.

18. Radiated measurements on plane surface barriers (single walls) of conductive

materials indicate greater shielding properties against time varying magnetic fields when

the source or the sensor is close to the conductive barrier (see Fig. 10 of Part I, pg. 16).
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19. Materials which have a high electrical conductivity are good shields at fre-

quencies above 1 KHz.

20. The materials with the lowest resistance are the best shields. Copper and

aluminum are better than stainless steel and Monel.

21. Dielectric materials offer no significant shielding at frequencies below

100 MHz.

22. The best shielding in dielectric materials is produced by a high dielectric

loss factor and a low dielectric constant.

23. Porous materials such as unglazed ceramics and lightweight wooden materials

are most likely to change their shielding characteristic with environmental changes in

moisture.
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Sectio~n 2

GRAPHED RESULTS CF RADIATED NMEASURUAENI$
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Section 3

TABULATED RESULTS OF CONDUCTED MEASUREMENTS

127



Table of Relative Res;stivities of Several Metallic Building Materials

Using Copper as a Standard

Material Relative Resistivity

Copper 1,00

Alu.ninum 1.64

Magnesium 2.67

Zinc 3.36

Brass 3.65

Wrought Iron 5.80

Tin 6.67

Cast Iron 6.96

Permalloy 9.30

Mild Steel 11.6

Stainless Steel 404 16.8

Monel 27.8

Stainless Steel 304 30.6

Supermalloy 34.8

Mu Metal 36.0

Titanium 47.8

Nichrome 58.0

Chromel A 62.4

128



RESULTS OF CONDUCTED MEASUREMENTS

Dry Clay Brick

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10

50 -- --

100 2.8 0,139 7.56 x 10-

300 2.6 0.435

1K 2.6 0.336 1.90 x 10

3 2.5 0.016

10 2.5 0.015

30 2.5 0.011

100 2.4 0.009

300

500

700
I M

3

5

7

10

2P

40

60

100

200

500

700

1G
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RESULTS OF CONDUCTED MEASUREMENTS

Moist Clay Brick

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10

50 -- --
7

100 43.4 0.611 8.44 x 10-

300 23.7 0.785

1K 11.3 0.826 2.24 x 10- s

3 6.6 0.700

10 4.4 0.508

30 3.5 0.463

100 3.0 0.194

300

500

700
i M

3 High dissipation factor
5 prevented proper bridge

null
7

10

20

40

60 1.7 0.090

100 1.6 0.080

200 1.5 0.070

500 1.6 0.060

700 1.7 0.009

1 G 1.6 0.008 .58
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RESULTS OF CONDUCTED MEASUREMENTS

Dry Concrete: 5 gal. water per 94 lb sack cement

Portland cement -aggregate ratio: 1/0

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10

50 -- --

100 22.1 0.439 8.50 x 10- 7

300 14.0 0.408

iK 9.4 0.416 1.23 x 10- s

3 7.8 0.283

10 6.9 0.172

30 6.2 0.117

100 5.7 0.073

300

500

700

1M

3

5

7

10

20

40

60

100

200

500

700

1G
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RESULTS OF CONDUCTED MEASUREMENTS

Moist Concrete: 5 gal. water per 94 lb sack cement

Portland cement - aggregate ratio: 1/0

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant F actor (db/meter)

10

50 -- --

100 150.4 0.579 4.3 x 10- 7

300 98.9 0.926
1K 41.2 0.894 1.27 x 10- s

3 21.3 0.734

10 12.7 0.530

30 9.8 0.369
100 8.5 0.235

300 8.2 0.083
500 7.1 0.053

700 8.4 0.021

1M 7.9 0.009 6.59 x 10- 4

3 7.9 0.009

5 6.4 0.010
7 5.8 0.012

10 4.0 0.014
20 3.8 0.020

40 3.7 0.030
60 3.0 0.050

100 3.0 0.050
200 2.9 0.050

500 2.3 0.040

700 2.7 0.021

I G 2.6 0.010 0.56
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RESULTS OF CONDUCTED MEASUREMENTS

Dry Concrete: 6.5 gal. water per 94 lb sack cement

Portland cement -aggregate ratio: 1/0

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10 --

50 -- --

100 13.6 0.298 3 x 10-7

300 10.0 0.454

1K 7.6 0.308 1.02 x 10- 6

3 6.5 0.215

10 5.8 0.136

30 5.4 0.092

100 5.1 0.059

300

500

700

1M

3

5

7

10

20

40

60

100

200

500

701
1 G

133



RESULTS OF CONDUCTED MEASUREMENTS

Moist Concrete: 6.5 gal. water per 94 lb sack cement

Portland cement - aggregate ratio: 1/0

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant F actor (db/meter)

10

50 -- --

100 111.3 0.378 3.26 x 10- '7

300 105.5 0.567

1K 61.6 0.757 8.81 x 10-7

3 32.9 0.772

10 17.3 0.627

30 12.0 0.483

100 8.9 0.328

300 7.7 --

500 -- --

700 15.1 0.004

S M 10.5 0.005 1.40 x 10- '

3 8.6 0.006

5 8.6 0.005

7 7.9 0.009

10 7.6 0.010

20 7.3 0.020

40 7.2 0.035

60 3.3 0.091
100 2.9 0.09

200 2.8 0.09
500 2.8 0.08

700 2.8 0.05
IG 2.7 0.02 1.11
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RESULTS OF CONDUCTED MEASUREMENTS

Dry Concrete: 8 gal. water per 94 lb sack cement

Portland cement - aggregate ratio: 1/0

Fequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant F ac tor (db/meter)

10

50 --

100 11.5 0.328 8.8x )0 -

300 8.0 0.315

1K 6.2 0.310 i.!3 x 10-

3 5.4 0.204

10 4.8 0.132
30 4.5 0.088

100 4.3 0.057

300

500
700

10

20

40

60

100

20C,
500

/00
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RESULIS OF CONDUCILD MLASUREMENTS

Moist Concretc: 8 gul. water per '-)4 lb sack cnmurt

Portland ccrerit - aggregate ratio: ,0

F eque,)n Diele tric D DIssipation Shiel,.ing EffectivenessHz) Constant " Fac tu, db/meter)

10
50 ..

100 57.1 0.614 7.39 10-'

300 33.2 0.911
1K 19.4 0.883 01.72x 10

3 15.8 0.743

10 9.5 0.535

30 7.4 0.369

100 6.1 0.224

300 5.6 0.013

500 5.8 0.008

700 5.1 0.009

1 5.4 0.010 3.92 x 10 4

3 5.4 0.010

5 5.4 0.010

7 5.2 0.015
10 1 5.8 0.016

20 5.6 0.029

40 5.5 0.040

60 3.7 0.006

100 2.6 0.040

200 2.7 0.023

500 2.8 0.013

730 2.8 0.053

1 G 2.3 0.090 5.4
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RL'ULTS OF CONDUCILD MLASUR.MENTS

D,, C ,,ci te Block (ruuthcrllitc

F equency D'elechic Dissipation ShIeldng EffetIvevres
(Hz) Constant Factor db/meter)

loI I

50 .

100 8.6 C.498 1.55 x 10-

300 6.2 0,427

I K 4.6 0.341 1.33 x 10-

3 4.0 0.237

10 3.5 0.144

30 3.3 0.099

i00 3.1 0.068

300

500

700
iM

5

7

10

20
40

60

2O00

500

70

1 G

13/
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RLSULTS OF CONDUCTED MEASUREMENTS

Moist Coricretu Block (Fcotherlite)

fequenc, Delectric C.sipation Shielding -ff(!Lhven

(H:' Con.. Factor ( db/'rnetet )

10 ---------

50 ....

100 36.9 0.616 9.23 x 10-

300 30.2 0.791

1K 13.2 0.816 2.0 4 x 10

3 8.6 0.701

10 5.9 0.466

30 4.7 0 315

100 4.9 0.202

300 4.7 0.1_7

500 4.6 0.090

700 4.5 0.091

I M 4.5 0.090 3.8 x 10"
3 4.4 0.092

5 4.1 0,o I

7 3.4 0,044

10 2.6 0.05

20 2.6 9.05

40 2.5 0.06

60 1.7 0.09

100 1.6 0.08

200 1.5 0.07

500 1.6 0.06

700 .7 I 0.06

1.6 0.08 5.76

l3b



REHUILI OF CONDUCTED MLASURLhi NTS

Diy Nnituiol ' l Liuscotu,_c

Fre quen~c j Dielectric Dspat~or .5icl:dny [ffecti ven ,

(Hz) t Constant F to( dbirnter )

10

I --

1002.6 0.409 5.13 1-

300 43.5 0.450

i K 26.7 0.400 7.04 x 10-

3 21.1 0.357

10 lb.7 0.27t
30 1380.235

100 110.188
3OO0

500

700
1 Mi

3

5

7

10

20

40
60

100

200

500

7C-O

1 .3



I

l RL-YJLTS Oi CO1-4.DULILD ML~kbURL,%*',t41b
100

50
!

Ij " . t.',0; l .katu,I SuL, L nL',t n _-

7-0-0 _ 22.8 .8
I D Seidin [ f50c Ivcne( HzL .! Constant F ao to' - [ db/meter )

98 10I- I -- I

50 32 9 .5

100 243.3 0.98 I.7 x 102

300 219.8 0.884

1 155.7 0.603 44 x 10-

. 3 98.2 0.094

10 52.8 0.626

30 3-90. 546
100 23.5 0. 402

3O0 17.9 0.032

500 16.7 0.0010

700 0.0012
1/M' 12 0.0015 3.9 × 10-

311.2 0.0018

I7 10,7 0.0019

100 94 O. 30240 6.7 0. 0020

60* 4 0.0020

I00 4.3 0.0020

200 4.9 0.0,10

~~Ak) v I V~I.

700 4 .0 0.cuIY

1G 4.0 0.0016 0.046
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RESULJS OF CONDUCTED MEASUREMENTS

Moist M,0rtar: 6.5 gol ,watcr per 94 !b sock ce-'nt

Portland cement - aggregate ratio: 1/1

F equency Dielectric Dissipation Shielding Effectiveness
Hz) Constant Factor (db/meter)

10

50 -- --

100 33.5 0 974 1.53 x O-

300 27.5 0.65A

IK 19.5 0.706 1.46 x 10-

3 15.9 0.644

10 13.1 0.493

30 10.1 0-365 1

100 8.1 0.241.

300 7.1 0.20

500 6.7 0.09

700 5. 1 0.09

IMV 4.9 0.09 3.70 x 10-

3 4.9 0.09

5 4.6 0.010

7 4.7 0.010

10 4.2 0.012

20 4.3 0.030

40 4.3 0.070

60 4.0 0.07

100 4.0 0.07

200 3.6 0,06

500 3.7 0.07

700 3.2 0.08

IG 1.8 0.10 6.78
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RESULTS OF CONDUCTED MEASUREMENTS

Motar: 6.5 gul. water per 94 lb sack cement

Portland cement -aggegate ratio: 1/3

K Frequency D'electric Dissipati.on Shielding Effectiveness
H z Constant Factor (db/meter)

10

50 ..

100 28.7 0.656 1.14 x 10

300 22.9 0.765

1K 16.8 0.677 1.50x 10-

3 11.4 0.529

10 8.1 0 383

30 6.8 0.283

100 5.7 0.198

300 5.1 0.159

500 5.8 0.005

700 5.6 0.008

1M 5.3 0009 3.56x10

3 4.9 0.010

5 4.6 0.015

7 4.6 0.015

10 4.5 0.018

20 4.3 0.030

40 4.4 0.040

60 3.8 0.060

i00 3.7 0.040

200 2.6 0.010

500 2.6 0.019
700 2.7 0.02J

1 2.6 0.020 ( i.13
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RESULTS OF CONDUCTED MEASUREMENTS

t.ortat: 9.8 gal. ,vat,.i pc, 94 Ib sack cement

Portland cement - aggregate ratic: 1/3

F requency Dielectric Dissipation Shielding Effectiveness
(Hz) C-onstant Facto, (db/meter)

10 %.Oltn -- _ _

50 ....

100 19. 1 0,272 5.66x 10-

300 15. 1 0.396
I S

IK 9.8 0.414 1.20x 10-

3 7.3 0.39 2'

10 5.6 0.299

30 4.8 0.227

100 4. 1 0.161

300 3.8 0.021

500 44 0.018

700 4.3 0.013

I M 4.2 0.016 7.10, 10-

3 4.0 0.009

3.8 0.009

7 3.6 0.009

10 3.5 0.009
20 3.5 0.009

40 3.4 0.009

60 2,2 0.009 1

100 2.1 0.008

200 1.5 0. 007

500 1.2 0.05

700 i.3 0.07

I G 1.3 0.07 5.59
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RESULTS OF CONDUCTED MEASUREMENIS

Dry Plaster of Paris

Frequency L3ielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10

50 ....

100 2.8 0.111 6.04x 10-'

300 2.7 0.082
f6

1K 2.6 0.053 2.99x 10=

3 2.5 0.0377

10 2.5 0.020

30 2.4 0.015

100 2.4 0.009

300

500

700
JM

3

7

10

20

40

60

00

200

500

700

11G
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RESULTS OF CONDUCTED MEASUREMENIS

Moi lat Fliotr of Puils

F I equenc, Dielectric Dissipation Shielding Effectiveness
(Hz) Constun Factor (db/mete)

10

50 ..
100 .10.323 1.45 x 10-6

300 3.8 0.288

1K 3 2 0.149 7.58x 10-6

3 3.1 0.107

10 2.8 0.055

30 2.8 0.035

100 2.7 0.008

300 2.9 0.008

500 3.2 0.008

700 3.4 0.004
-4

1M 33 0.003 1.50 i0

3 3.3 0.002

5 3 4 0.0007

7 3.3 0.0006

10 3.1 0.0005

20 3.0 0.0009

40 3.0 0.0070

60 3.0 0.0009

100 2.8 0.0009

200 2.3 0,0009

500 1.5 0.0010

700 1. 4 0.0009

IG 1.4 1 0.0010 0.77
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RESULIS OF CONDUCTED MEASUREMENTS

Acfylic Plastic (Hysol

Fiequency Dielectric D.:sipat;on Shedng Effectiveness
(Hz) Constont Facto, ( dbmete, )

10 2.95 0.03

50 2.93 0. 031

100 2.79 0.024 1.31 x 10 -

300 2.76 0.014

IK 2.75 0.007 3.84x 10 -

3 2.90 0. 009

10 2.71 0.013

30 2.69 0.018

100 2.64 0.022

300 2.60 0.026

500 2.76 0.030

700 2.76 0. 027

t, 2.76 0.024 1-.31 1103
3 2.76 0.020

5 2.62 0.0100

7 2.47 0.0058
10 2.35 0.0038

20 2.31 0. 0030

40 2.27 0.0020

60 1.72 0.0017

100 1.70 0.0016

200 1.50 0.0015

500 1.49 0.0012
700 1.30 0.0012

I 0 1.20 0.0012 0. 1
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RESULTS OF CONDUCTED MEASUREMENTS

Acrylic Plastic (Lucite)

-
Fiequency D;electic Dissipation Shielding Effecti reres

(Hz) Constant Factor (db/meter)

10 2.90 0.07 I
50 2.85 0.069 I
100 2.52 0.066 3.78x 10- '

300 2.40 0,065

1K 2.27 0.062 3.75 x 10-

3 2.29 0.055

10 2.31 0.047

30 2.15 0.042

100 2.08 0.038

300 2.23 0.020

500 2.35 0.010

700 2.03 0.010

IM 1.99 0.010 6.45x 10 - "

3 1.95 0.009

5 1.87 0.009

7 1.84 0.009

10 1.77 0.008

20 1.77 0.008

40 1.70 0.008

60 1.80 0.008

100 1 .60 0.007

200 1.50 0.007

500 1 .49 0.006

700 1.40 0.006

1G 1.30 0.005 0.4
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RESULTS OF CONDUCTED MEASUREMENTS

G l, lcu

Fl d, nm t te

r--eq--- , - e Datti sspation S ng ftectivcre
;z' Co stant Factor (dL,rnleter

10 --

50 7 0.27

100 75 0.278 9.24 x 13-

300 6 4 0.214

I K 5.6 0 152 5.8 1,

3 3 2 0.110

10 5 2 0.082

30 6.0 0 .005

00 4.8 0. 0102b

300 4.3 0.014

500 5. C.009

700 5.1 0.008

.. . 2.88 10- 4
3 4.8 0.007

4.7 0.006

7 4.6 0.006

I0 4.5 0.008

20 4.3 0.009

40 4.2 0.010

60 1.4 0.010

100 1.4 0.0i0

200 1.4 0.010

300 1.4 0.010

700 1.4 0.010

1G 1.,? 0.11 0.7c9

149



ai

RESULTS OF CONDUCTED MEA)URLMENIS

Mc~onih lc ibuL~b

F, eque -, y Diele,-ti;c D siainSi dlg[l lv-,

(Hz) I Constont Fcc to ( db/meter )

10 7. 0.8

50 6.2 0.001

100 5.5 0.501 1.94 x 106

300 3.9 0.348

IK 3.5 0.186 9.05 " 10 -

3 3.3 0. 109

10 3.1 I 0.063

30 3.0 0.05

100 2.9 0.036

300 2.9 0.018

500 4.9 0.011

700 4.9 0.008

u 4 9.... 2 "' ,. ,,-

3 4.9 0.005

5 4.9 0.004

7 4.7 0.008

10 3.9 0.019

20 3.8 0.030

40 3 7 0.040

60 3.9 0.050

100 3.6 0.045

200 2.7 0.040

500 2.8 0.030

700 2.7 0.0!0

10 2.7 0.030 1.66
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RCSUL1 OF CONLDUCTLD MEASUREMrNTS

Lfin Pt'i, :l K51

'eun ] Dielecthc Ds patir' ShWld i["e,-t wveness

(Hz) Cunstarit F ctor (dL/,-tel

10 ....

100 12.3 0.310 8.05 x 10-

i3O CO. 1 0.294

S 1K 8. 1 0.246 7.87

3 71 0.194

10 6.2 0. 149

30 5.8 0 120

5'O3 0 .098
300 4.7 0.052

500 5.8 0.01I

700 5.5 0.0012

1 5.5 0.0012 4.66 10-

3 5. 1 .0t030

5 4.8 0004 4

/ 3.7 0.0037

10 3.6 0.0056,

20 3.5 0.0070

40 3.5 1 .0079

60 2.3 0.009

100 2.2 0.010
200 2.1 0.040

A/0 1 2.0 u30

700 2.0 0.040

I G 2.0 0.070 4.51

1.)1
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RESULTS OF CONDUCIED MEASUREMENTS

Paper Pkenolic

F Dequenc j Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor ( db/rnete)

50 5.7 0.18

100 5.7 0.186 7.09x 10-

300 5.4 0.096

'K 5. 0.061 2.46x 10- '

3 4.9 0.042

10 4.8 0.036

30 4.7 0.035

100 4.6 0.036

300 4.5 0.014

500 4.5 0.0051

700 5.6 0.0051

iM 5.7 0.0056 2.13 x 10- 4

3 5.5 0.0060

5 4.6 0.0070

7 4.4 0.0090

10 3.6 0.0090
20 3.5 0.010040 3.5 0.0100

60 3.0 0.01

100 2.0 0.03

200 2.0 0.04

500 1.9 L. 085

700 1.90 0.080

I G 1.89 0.080 5.30
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RESULTS Of CONDUCTLD MLASURLMLNIS

Vinyl Asbcsto Tile

- Fequen,_ y Dielectric Dis;pati on ShieId~ng E£fectiven
Hz) Constant factr ( db,'Ieter

10 ..

50 9.67 O.3

100 8.98 0.255 7.75 x 10- '

300 1 7.67 0.215

1K 6.58 0.166 5 .8 9 A 10- '

3 I 5.99 0. 132

10 5.46 0. 104

30 5.19 0.081

100 5.14 0.041

300 4.98 0.003

5 00 4.84 0.001

700 4.31 0.001

I M 4 46 0001 o],1

3 4.48 0.001

5 4.78 0.001
7 4.82 0.001
10 1 4.77 0 C01

20 4.60 0.001

40 4.54 0.001
60 1.91 0.02

100 1.90 0.03

200 1.80 0.05

500 1.70 0.04

700 1.60 0.03

i G 60 0.01 0.72
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RESULTS OF CONDUCTED MEASUREMENTS

Ba I so wo¢od

Frequency Dielectric Di ssipotin Skieiding Effectivenes
(Hz) Constant F ac tor ( db,'meter

10 ....

100 4.65 1.29 6.70 x 10-

300 2.58 1.21

1K 1.59 0.76 5.48 x 10-

3 1.27 0.44

10 1.03 0.29

30 1.09 0. 19

100 1.02 0.15

300 1.04 0. 10

500 1.10 0.005F

700 1.20 0.0063

1M 1.28 0.023 1.:7 x 10-

3 1.24 0.020

5 1.15 0.019

7 1.15 0.017
10 1.07 0.014

20 1 .07 0-020
40 1.07 D.027

60 1. 13 0.035

160 1.29 0. 040
200 129 0.045

500 1.24 10

700 1.14 0.12

I G 1.12 0 , I3 1. _

1 f-4



RESULTS OF CONDUCTED MEASUREMENTS

Birch

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10 3.85 --

50 383 0.3

I00 3.71 0.295 1.39x 10- 4'

300 3.38 0.173

1K 3.12 0.091 4.69x 10'

3 3.02 0.06,

10 2.90 0.042

30 2.84 0. 036

100 2 73 0, 035

300 2.65 0.020

500 2.57 0.014

700 2.70 0.020

I M 2.63 0.023 1.2 9 x lo-

2.63 0.025

5 2.63 0.026

7 2.54 0.027

S0 2.52 0.030

2. 2.49 0.020

40 2.44 0.030
2.40 C..03i

100 2.40 0,031

200 " 2,40 0.036

500 2.eO 0. 03

I C- 1.84 0.035 2.35
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RESULTS OF CONDUCTED MEASUREMENTS

Cedar (along axis of grain)

Frequen ,, Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10 4.08 0.9

50 3.71 0.9
100 3.56 0.87 4 . 20 x 10-

300 3.65 0.64
1 K 3.08 0.343 i.78 x 10-

3 2.87 0.199

10 2.72 0.112

30 2.64 0.075

100 2.56 0.057

300 2.42 0.040

5 X) 2.22 0.030
7X, 2-18 0.030
i 2.13 0.030 1.87 10"'
3 2.12 0.029

5 2.0 0.03
7 1.79 1 002
10 1.76 .i

20 .7, 0.0!7

40 ).75 0,011
60 1.7 0. 022

100 1.6 , 0.029

200 1, 4 0.C el

500 V.39 ,02

70c, 1.30 0. 06

u -06 .0

1 56



RESULTS OF CONDUCTED MEASUREMENTS

Douglas Fir

Frequency Dielectric Dissipation S hielding Effectiveness

(Hz) Constant Factor (db/meter)

5.33 1.0

4.17 0.91

100 4,05 0 .8 Q9 4.07 x 10'

300 3.22 0. 507
IK 2.73 0.240 1.32 x 10-

* 2.55 0.132

IC 2.41 0.073

30 2.35 0.052

100 2.27 0.043

300 2.46 0.014

500 2.96 0.009

00 2.90 0.009

2.79 0.008,

3 2.74 0.009

2.69 0,009

7 2.59 0 012

10 i 2.419 0.019

20 2.44 0.019

40 2.42 0.021

60 1.90 0.035

100 1,90 0.030

200 ,93 .030

500 1..82 O.035

7,30i .(. z

1.75 0.02? 2.0
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RESULTS OF CONDUCTED MEASUREMENTS

Mahogany

Fequency Dielectric Dissipotion Shielding Effectiveness
(Hz) Constant Fac tor (db/meter)

10 -- --

50 5.84 0,99

100 5.65 0.989 3.79 x 10-'

300 3.80 0.684

IK 2.81 0.393 2.13 x 10-

3 2.46 0.230

10 2.21 0.130

30 2.11 0.081

100 2.01 0.063

300 1.83 --

.500 2.09 0.008

700 2.05 0.009

1M 1.97 0.010 6. 4 8x 10- 4

3 1.90 0.012

5 1.88 0.013

7 1.86 0.014

10 1.72 0.019

20 1.69 0.025

0 67 0.022

60 2.1 0.025

100 1.82 0.012

200 1.77 0.017

500 1.75 0.019

700 1.69 0.025

1 G 1.59 0.015 1.08
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RESULTS OF CONDUCTED MEASUREMENTS

Mahogany Paneling

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10 3.4 0.5

50 3.42 0.49

100 3.33 0.490 2.44x 10

300 2.80 0.325

1K 2.40 0.201 1.18x 10- s

3 2,19 0.133

10 2.03 0.089

30 1.95 0.061

300 1.84 0.033

100 1.88 0.043
500 2.05 0.010

700 1.91 0.012
1M .84 0,013 8.72 x 10 -  i

3 1.72 0,014

5 1.69 0.020

7 1.40 0.025

10 1.35 0.026

20 1.32 0.03

40 1.31 0.037

60 1.5 0.035

100 1.46 0.025

200 1.42 0.030

500 1.39 0.040

700 1.29 0.030

IG 1.24 0.020 1.63
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RESULTS OF CONDUCTED MEASUREMENTS

Mahogany Trim

Frequency Dielectric Dissipation Sheldng Effectiveness
Hz) Constant Factor (db/meter)

10 .2122---- ____

50 -- .

100 5.82 1.292 4.87x 10-'
300 3.53 0. 899

1K 3.39 0.559 2.76x 10
3 3.01 0.341

10 2.72 0.203

30 2.58 0.135

100 2.46 0.095

300 2.34 0.063

500 2.59 0.045

700 2.49 0.045

IM 2.40 0.042 2.47 x 10-

3 2.32 0.041 I

5 2.29 0.040

7 2.28 0.040

10 2.12 0.039

20 2. 10 0.039

40 2.06 0.037

60 2.15 0.025

100 2.10 0.024

200 2.05 0.021

500 2.04 0.023

700 1.89 0.025

I G 1.73 0.015 1.03
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I

RESULTS OF CONDUCTED MEASUREMENTS

Oak F!ooring

Frequency D ele t, ic Disspat;on Shleldlng Effectiveness( Hz) Constont Facto ( dL.'meter)

10
50

100 13.29 1 1,041 2.60 x10-6'

300 7.39 0.847
I K 5.13 0.498 2 .00x 10"

3 4.30 0.312
10 3.70 0, 185
30 3.44 0. 124

100 3.20 0.087
300 3.15 0.066
500 2.81 0,010
700 2.71 0,011

2.66 0.011 6 .14 10- 4  -
3 2.56 0.011
5 2.34 0.011
7 231 0011I

10 2.19 0 011
20 2.17 0.012
40 2.16 0.017
60 2.10 0.019

1o0 1.80 0.02

200 1.70 0.02
500 1.70 0.032
7D0 1,60 0.03

IG 1.60 0.04 2.88
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RESULTS OF CONDUCTED MEASUREMENTS

Yellow Pine

Frequenc Dielectric Dissipaticn Shielding Effectiveness
( Hz) Constant Factor (db/meter)

10

100 5.26 0.957 3 .80 x 10-

300 3.88 0.580

IK 3.07 0.308 1.60x 10-s

3 2.75 0.184

10 2.46 0.108

30 2.42 0.070
100 2.32 0.064

300 2.29 0.058

500 2.35 0.054

700 2.30 0.053

i M 27 ] 005 3. i4 x Iu

3 2.19 0.052

5 2.16 0.061
7 1.94 0.042

10 1.82 0.044

20 1.80 0.041

40 1.66 0.038

60 1.50 0.035

100 1.48 0.030

200 1.46 0.026

500 1.31 0.025

700 1.30 0.020

1G 1.20 0.018 1.50
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RESULTS CF CONDUCTED MEASUREMENTS

Fi Plywood

Frequency Dielectric Dissipot;on SHelding Effectiveness
Hz) Cunstant Factor d b, metei

1010 -----..... - __

100 10.25 0.932 2.05 10 - '

30u 6.45 0,729

IK 4.68 0.464 1.95 x 10-

3 3.51 0.341

10 2.92 0.217

30 2.67 0. 151

100 2.43 0.116

300 3.08 0.044
500 3.08 0.014

700 3.08 0.014

1M 3.05 0.016 8.34 . 10- 4

3 2.79 0.018
5 2.36 0.019

7 2.23 0.019

10 2.16 0.020

20 2.16 0.025
40 2.16 0.030

60 1.96 0.036

100 1.60 0.030

200 1.86 0.025

500 1.78 0.031

700 1.52 0.034

1 1.57 0.036 2.62
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RESULTS OF CONDUCTED MEASUREMENTS

Asbestos Shingle

[requency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant 'Factr ( db/'e ter )

10 t
50 -- I --

100 i 25.3 0.092 !.6 x 10-

300 23.9 0.105

1K 22.1 0.118 2.28 x 10=

3 2o.4 0.148

10 17.6 0.190

30 15.6 0. 096

100 12.5 0.078

300 12.1 0.043

500 il.9 0.019

700 11.9 0.011

IM 10.9 0.010 2.76x 10- 4

3 9.7 0.009

5 9.4 0.009

7 8.5 0.009

10 7.9 0.009

20 7.1 0.009

40 6.8 0.010

60 5.2 0.010

100 4.1 0.010

200 4.1 0.010

500 3.7 0,010

700 3.6 0.010

IG 3.5 0.010 .49

lo4



RLbULIS OF CONDUCTED MEASURELNL

Dark B,'cswa

LUsed v.i' paper Mateiias m a Molture Burtier

F Fiequrncy Di~letr c D Ispation 1 SI.eldig "E ff tveet ±
Hz) Cu)stont Factor I ( dimeter

10 2.9
50 2.92 a 04 41

100 2.90 0.037 1 1.98 K 10-7

300 2.87 0.027

1K 2.84 0.026 .4x 10-6

3 2.81 0.014

10 2.73 0.013

30 26A0 -)

100 2.57 0.009
300 2.57 0. 008

0.0-%8.50(0 2.57 O O

700 2.57 0.008

IM  25 0.007
5 2.49 ,... b

7 2 y 0 .009

10 2.49 0.0015

20 2.38 0.030

40 2.35 0.040
62.59 0,049

100 2.52 (.050

200 2.50 0. 050

500 2.50 0.050
700 2.50 O.050 I

2.0 0.047 2.7e

16 5



RESULTS OF CONDUCTED MEASUREMENTS

Light Beeswax

Lsed with Paper Materials ac a Moisture Borrier)

Frequency Dielectric Dissipatan Shielding Effectiveness
(H Z) Constant F ac -or

10 ..

50 2.83 0. 02

100 2.82 0.016 8.67 x 10
300 2.82 0.027

1 K 2.79 0.015 8.17 x 10-

3 2.78 0.030

10 2.72 0.051

30 2.64 0.049

100 2.58 0. 03 i
300 2.56 0.013

500 2. 52 0.005

700 2.52 O0,005
4

1 2.52 0.005 2.87x 10-

3 2.52 0.008

5 2-52 0.009

7 2.52 0.012

10 2.52 0.014

20 2.52 0.030

40 2.52 0.050

60 2 48 0,084

100 2.50 0.070

2O 2.50 0.060

500 2.50 O. or?

700 2. 0.050

1 0 2.48 0.042 2.43
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RESULTS OF CONDUCTED MEASUREMENTS

Cardboard

Frequency I Dielectric Diss;patlon Shielding Effectiveness
(Hz) Constant F ac to, ( db,/rr-eter)

10 2.2 0.5

50 2.15 0.41
6

100 2.05 0.403 2.56 x 10

300 1.68 0.275

1K 1.45 0.168 1.27x 10- s

3 1.35 0.104

10 1,38 0.067

30 1.34 0.048

100 1.29 0.078

300 1.26 0.020

500 1.23 0.009

700 1.23 0.007
iM i 31 0.Ui6 7.9x 10-

3 1.41 0.022

5 ).42 0.035
7 1.46 0.042

10 1.44 0. 041

20 1.37 0.070

40 1.21 0.09"0
60 1.19 0 120

100 1.20 0.100

200 1 1.25 ( If

500 1.19 0.0910

700 1.15 u. 0 90
I G 115 0.080 6.79
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RESULTS OF CONDUCTED MEASUREMENTS

Gloss

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor (db/meter)

10 8.0 --

,50 7.48 0.011

100 7.22 0.007 2.37 x 10'

300 7.07 0.0051 I

1K 6.9i 0.0036 1.35x 10

3 6.85 0.0034

10 6.81 0.0039

30 6.69 0.0042

100 6.14 0.0062

300 5.83 0.005

500 6.50 0.0074

" ,.61 .0682

1M 6.53 0.0081 2.88 x 10_4

6.52 0.0086
5 6.-44 0.009

7 6.40 0.011

10 6.40 0.011

20 6.26 0.013
40 5.76 0.022

60 4,62 0.020

100 5.15 0.01

200 5.30 0.01

500 5.03 0.01

700 3.61 0.01

IG 3.26 0.01 0.504
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RESULTS OF CONDUCTED MEASUREMENTS

Dry Corrugated Postebocrd

Frequency Dielectric Dissipation Shielding Effectiveness
(Hz) Constant Factor db/meter)

10 -'-
, 10

50 ....

100 1.27 0.47 3.8x 10-

300 1.24 0.097

IK 1.24 0.067 5.48x 10

3 1.22 0.054

10 1.22 0.045
30 1.21 0,039

100 1.20 0.043

300
500

700

3

5

7

10

20

40

60

100

200

500
7 00

IG
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RESULTS OF CONDUCTED MEASUREMENTS

Moist Corrugated Pasteboard

Frequency Dielectric Dissipotion Shielding Effectiveness
(Hz) I onstant Fc.tor ",n/meter)

10

50 ....

100 14. 1 0.99 2.40 x10-

300 6.1 0.95

1 K 2.2 0.95 5.83x 10-

3 1.3 0.96

10 1.8 0.61

30 1.6 0.31

100 1.5 0.22

300 1.3 0.091

500 1.21 0.063
700 .18 0.068

1M 1.18 0.c'40 3.35 x 10-
3 1.16 0.012

5 1.06 0.013

7 1.06 0.012

10 1.02 0.0i2

20 1.02 0.018

40 1.02 0.019

60 1.25 0.023

100 1.30 0.020

200 1.30 0.019

500 1.25 0.020

700 1.12 0.013

I G 1.10 0.009 0.78
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RESULTS OF CONDUCTED MEASUREMENTS

Tar Popei

r 1 1
Frequency Delectrc DisspatIon Shielding Effectiveness

Hz) Corstant F Factor ( db/'meter e

10 2.0 0.4

50 1 7 0.313

100 1.6 0.273 1.96 x 10-

300 1.6 0.193

IK 1.45 0.117 8.84 x 10-

3 . 0.078

10 1.3 0.052

30 1.3 0.038

100 1.3 0.029

300 1.2 0.019

* 500 1.3 0.014

700 1.4 0.014

-IM .4 0. 1 1.34 x 10

3 1,4 0.016

5 1.5 0.017

7 1.5 0.018

10 1.5 0.018

20 1.5 0.030

40 1.4 0.050

60 1.5 0.080

100 1.5 0.095

10 1. 4 0.0O8O

500 1.3 0. O80

700 1.2 0.070

1G 1.1 0.960 5.21
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